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(Butterfly Valves Prohibited)
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A Solid Concrete Supports under all Valves

and Meter Flanges, Solid Concrete
Blocks may be used as well (Typical
(Shim with Hardwood as Needed
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STANDARD DETAIL
TYPICAL BACKFLOW

PREVENTER SETTING
(INSIDE BUILDING or HOT BOX)
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